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21-181-L101

TUXEDO CLUB LIGHTING PLAN

1. Light loss factor at 0.9.
2. For 12' poles, light center at 13.5'.
3. For 10' poles, light center at 11.5'.
4. Calc points highlighted in orange are 0.1 fc.
5. Calc points highlighted in light green are .2 to .5 fc.

NOTES:

6. Calc points highlighted in light blue are .6 to 1.0 fc.
7. Calc points highlighted in dark green are greater
   than 1.0 fc.

Luminaire Schedule
Symbol Qty Label Description

Numeric Summary
Label CalcType Units Avg Max Min
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Avg/Min

TY5-12 SCP-NB-LEDV29B-0.7A-827-KHT5 on 12' Pole
Max/Min

Parking Area Illuminance Fc 1.03 3.6 0.1 10.30 36.00
10 TY5-10 SCP-NB-LEDV29B-0.7A-827-KHT5 on 10' Pole
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TUXEDO CLUB LIGHTING PLAN

NOTES:
1. Light loss factor at 0.9.
2. For 12' poles, light center at 13.5'.
3. For 10' poles, light center at 11.5'.
4. Calc points highlighted in orange are 0.1 fc.
5. Calc points highlighted in light green are .2 to .5 fc.
6. Calc points highlighted in light blue are .6 to 1.0 fc.
7. Calc points highlighted in dark green are greater
   than 1.0 fc.

Luminaire Schedule
Symbol Qty Label Description

Numeric Summary
Label CalcType Units Avg Max Min Avg/Min Max/Min
Parking Area Illuminance Fc 1.03 3.6 0.1 10.30 3 TY5-12 SCP-NB-LEDV29B-0.7A-827-KHT5 on 12' Pole

10 TY5-10 SCP-NB-LEDV29B-0.7A-827-KHT5 on 10' Pole
36.00
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